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NONCOMPLIANCE WITH COLORADO HAZARDOUS WASTE REGULATIONS REGARDING 
SECONDARY CONTAINMENT FOR ANCILLARY EQUIPMENT - JOZ-0483-92 

In the process of providing Resource Consewation and Recovery Act hazardous waste 
guidance to process buildings on plantsite, it  appears that several buildings are out-of- 
compliance with the requirement for secondary containment and inspection of ancillary 
equipment as found in the Colorado Hazardous Waste Regulations (CHWR). 

Specifically, ancillary equipment is defined in the CHWR as "any device including, but r 
limited to such devices as piping, fittings, flanges, valves, and pumps that is used to 
distribute, meter, or control the flow of hazardous waste from its point of generation to 
storage or treatment tank ..." Section 265.1 93jf) of the CHWR requires that anciilary 
equipment be provided with secondary containment except for above ground piping 
csnsisting of continuous pipe with welded connections. In addition, ancillary equipment 
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must be visually inspected daily. 

Recent tours of hazardous waste transfer piping (ancillary equipment) systems in 
Buildings 123, 559, 707, 779, 865, 881 and 883 indicate that significant portions or 
giping in these areas do not comply with secondary containment requirements. There are 
numerous flanges, fittings and valves throughout each of these buildings which are nat 
welded. This list represents those buildings which are not in compliance; however, there 
may be other buildings which fall under this category and efforts are now underway to 
assess compliance in the remainder of buildings on plant site which handle hazardous 
waste. 

EG&G Rocky flats, Inc. (EG&G) feels that this problem is o f  plantwide proportions and 
feels that tha C ~ k r a d 3  Depzrtrncn! of Hea!th (CDH) should be notified as quickly as 
possible. All buildings, including those specifically mentioned above, will continue to 
operate until a meeting is held with CDH. Some operations in these buildings are requil 
to operate to maintain a safe operating envelope and others are required to support 
analytical work in support of waste and environmental operations which could or could 
be transferred to offsite facilities. EG&G plans to evaluate impacts and possible 
compensatory measures in order to possibly negotiate a compliance date with CDH for 
buildings which are not in compliance. 
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If you have any questions or require additional information, please contact H. S. Berman at 
extension 6475 or J. M. Kersh at extension 4111. 

,'/ !I' G$eral Manager 
7 E!$&G Rocky Fiats, Inc. 
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